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SAFETY ALERT

Flammable Hazardous Waste Container Requirements
Accumulation of flammable wastes must be in accordance with the National Fire Protection Association (NFPA 45) and Occupational Safety and Health Administration (OSHA 1910.106d). These requirements restrict the sizes and types of containers that can be used for storage of flammable liquid waste in the workplace.
Flammable or ignitable wastes may not be accumulated in plastic containers of any type other than a listed and approved flammable waste safety can. Approved, reusable safety cans are available from the Waste Management Group in 5-, 2.5-, and 1-gallon capacities by request (see photo). If you have small amounts of flammable waste, glass containers may be used, but the maximum allowable waste quantity in a glass container is 1 pint for Class IA highly flammable liquids, and 1 quart for Class IB flammable liquids. Surplus unused flammable liquid in the manufacturer’s original container is also acceptable.
	Flammable Liquid Category
	Waste Quantity (Maximum)
	Container Type*

	Class IA—Flash point below 73°F (22.8°C), and a boiling point below 100°F (37.8°C) (e.g., acetaldehyde, diethyl ether, pentane)
	≤1 pint
 
               >1 pint
	1 pint, glass
 
1-gallon safety can

	Class IB—Flash point below 73°F (22.8°C), and a boiling point at or above 100°F (37.8°C) (e.g., acetone, acetonitrile, carbon disulfide, cyclohexane, 1,2-dichloroethane, diethylamine, ethyl alcohol, heptane, hexane, isopropyl alcohol, methyl alcohol, methyl ethyl ketone, tetrahydrofuran, toluene)
	≤1 quart
 
             >1 quart
	 1-quart glass
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You can access the specific waste container requirements in PUB-3092 “Waste Generator Guidelines” by going to: http://www2.lbl.gov/ehs/waste/wm_pub_3092_ch1.shtml#_Toc264294308
To make arrangements for delivery of empty flammable waste collection cans, please contact our Waste Generator Assistant, Amy Tanouye at X6896. If you have any questions regarding disposal of a chemical, please call the ETA Safety Manager, Ron Scholtz X8137. 
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Example Flammable Waste Collection Container
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